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Abstract: During a fire in enclosed spaces, having structures with a good level of resistance is very
important. The post flashover fire time interval, during which rescue squads operate, is important
to verify if the structure can still resist fire for an acceptable time interval. This can be determined
through the REI value. Hence, the way the fire develops must be examined together with the trend
of the temperature that might guarantee that the structure will resist the heat flux released during
the combustion. This article examines and compares, through a case study, the most important
methods for analysis of the fire risk: the prescriptive approach and the simplified performance-based
approach. The performance-based method (more suitable for the actual planning demand with
respect to the more cautious prescriptive approach) is affected by the parameters influencing its
development. The goal of this article is to provide a graph (based on parameters like the type of
building, opening factor “O” and fire load “q”) that might be used by designers and architects to
carry out the planning phase and adopt fire prevention systems before dealing with the assessments
required by the engineering field for the fire risk analysis.
Keywords: parametric study; prescriptive approach; performance approach; REI; time-temperature
curve; fire prevention measures
1. Introduction
During the ignition and development phases of a fire, besides examining the production of smoke
and toxic gases, we must analyze the increasing temperature over time (to check if the structures are
able to resist the thermal stresses) [1,2]. Most victims die of asphyxiation and intoxication due to a
high concentration of products of the combustion (CO, CO2, HCN, Sox, NOx) [3]. Those gases, at high
temperatures, can cause: burns, eye irritation and breathing problems, provoking death even if the
subject was not exposed directly to the flames [4,5]. The smoke, whose color is determined by the
materials involved in the combustion, tends to decrease visibility, thus making it hard for the victim
to escape and for the rescue squad to help [6,7]. Hence it is vital, during the first stage of the fire
development, to make the subject escape, in order to let them be safe and for the firefighters to able to
operate and make the structure safe during the fire’s development [8,9].
In order to have safe conditions indoors, it is important to examine parameters as the fire position,
the amount of combustible materials and the extension of the ventilation openings affecting the possible
occurrence of the flashover, which is the exact moment after the fire has completely developed [10,11].
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Once it reaches this phase, the only procedure that can be adopted is to keep under control the fire until
the combustible flame has been extinguished [12]. The different stages characterizing the development
of the fire (pre and post flashover) are affected by the values of the RHR (Rate of Heat Released), which
is related to the thermal power [kW] released and to the velocity of the process [13,14]. The RHR
is influenced by the flame speed, amount of air available and exchange rate and it is important to
determine the value of the RHRlim which, if not exceeded, will not allow the fire to reach the flashover.
This is due to the temperature that is reached in the area: it is necessary to avoid a temperature (about
500 ◦C) that may break windows. Indeed, such a condition provokes the addition of a combustive
agent which feeds the flames. If this situation cannot be prevented, the resistance of the structure
must be guaranteed for a time interval to let the rescue squads operate in safe conditions during
the development of the fire until its decay (which is when the combustible present is extinguished).
This is why it is important to examine the inside temperature during the post flashover phase [15].
Two different approaches can be identified for the analysis of the fire during the post flashover phase.
The first one follows a prescriptive approach and examines the thermal actions of the nominal fire on
the constructive elements. The second uses assessment codes on a performance-basis whose complexity
can be modified according to the accuracy required by the evaluation [16].
The prescriptive approach, which describes conventional fires, uses models of nominal fire and it
is still commonly used in some countries (e.g., Italy). The only input data required is the time, while
the only output data provided is the temperature of the gases with respect to time T (t), without taking
into consideration the external structure of the building and the spatial distribution of the combustible.
The procedure leads to the evaluation of the nominal curves of the standard fire (T-t) identified by the
regulation EN 1991-1-2 [17]. With respect to the fire load present in the area, it is possible to identify
the maximum temperature reached. Hence it is important to avoid a flashover phase by setting a
maximum time limit (tlim) based on the volume of O2 characterizing the area. It is then possible to
determine the maximum equivalent allowed load of wood, that is the amount combusting during this
time interval. The architect/engineer has to avoid a value of the aforementioned equivalent load which
is higher than the one set by the regulations with the goal not to exceed the value of RHRlim [18,19].
Such a method does not take into consideration either the type of activity or the type of combustible
and it can be applied easily because any type of fire can be connected to the trend of the curve (T-t)
provided by the prescriptive method. Sometimes this procedure is considered too strict and cautious
compared to the safety conditions required, leaving the minimum level of discretion to those working
in the field of fire safety systems.
Otherwise, it is possible to use a different approach, the Fire Safety Engineering approach, which
is able to predict the dynamic-evolution of the fire through the exertion of assessment models [20].
This method is used in different countries (especially English-speaking ones) whereas in Italy it is
optional and the architect/designer can use it at his/her discretion. This method examines the thermal
actions with respect to physical models and can be used to describe any type of fire through fire growth
models which can be either simplified or advanced (the advanced ones use the curves of heat release
RHR(t) which are devoid of any limit for their application and can lead to CFD simulations). Hence
it is possible to determine, in a detailed way, how the fire affects the building, people and furniture
and its consequences. The main advantage of this method is the extreme flexibility permitting the
simulation of complex types of fire with a previous evaluation of some input data (geometry of the
assessment domain, type and amount of the combustible present, ventilation, RHR curve: Release
Heat Rate/time and so on) that have to be assigned a variable data based on the type of the model.
Therefore, the exactitude of the simulation results depends on the level of realism of the simulation
model and the input data. This represents a limitation of such an approach: the experimental validation
of the used model sometimes can represent a problem due to the destructive nature of the tests that
have to be performed. Moreover, complex field models require long assessment and time intervals.
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2. Purpose of the Work
Taking as an example a case study and using performance-based methods, the authors examined
how the fire development is controlled by both the combustible and the ventilation. The main goal was
to provide a general analysis and determine what values of parameters such as fire load and opening
factors of the area lead to a fire: (i) causing temperatures that if not exceeded guarantee the stability of
the structures (planned according to the REI parameters) during the safety measures carried out by the
firefighters; (ii) developing, in the area, temperatures that if exceeded the thermal fluxes must be kept
under control to guarantee the mechanical stability of the structures. In this case it is important for the
architect/engineer to adopt a planning approach with automatic fire suppression systems.
This is why an analysis of the security level of the structures was carried out through the
comparison of the curves (T-t) during the post flashover phase, while assessing the nominal curve
(prescriptive method) and comparing it to the natural curve (performance-based methods that take
into consideration the variation in the load values of combustible “q” and the opening factor “O”) [21].
When the nominal curve ISO 834 [22] presents lower temperatures than those of the natural curves,
the stability of the structures cannot be guaranteed. The results, which were parameterized based on
variation in the type of building, “q” and “O” gave the possibility to realize a graph able to provide
some information to architects/designers when installing fire prevention systems. Indeed, if a structure
presents those systems, it is possible to mitigate the temperatures in the presence of fire in order to
guarantee the stability of the structure and permit the rescue squads to operate in safe conditions while
suppressing the fire.
The analysis performed was useful to provide an easy-to-read graph based on the type of building
and the values of “q” and “O”. It might represent a guide for the architect/designer to carry out, in an
early design phase, planning that takes into consideration the necessary fire prevention systems for
the structure examined (in respect to the most important existing normative).
3. Methods and Assessments
During this study a fire in a structure used for carpentry was examined. The size of the structure
was 32·× 21·× 5 m (L1·L2·Z), with walls made of concrete (density of the wall = 2300 Kg m−3, specific
heat cp = 913 J Kg−1 K−1 and conductivity λ = 1.45 W m−1 K−1). The structure was then characterized
by 5 windows of 1.20·× 2.00 m (windowsill at 2 m from the ground) and 2 doors of 3.20·× 3.50 m
and 2.40·× 3.50 m (B1·B2) respectively. 25,000 Kg of wood were placed on a surface of 100 m2 with a
calorific value of H = 17.5 MJ Kg−1 (Figure 1).
The case study examines a building made of concrete (Table 1 shows that it is a building of type C),
presenting a minimum level for protection measures with a class II risk (ordinary risk) and a class III
level of performance being required for its structures. Following the calculation methodology shown
in Section 3.3, there is a planned specific fire load qf,d of 973.5 MJ m−2, hence a fire class resistance of
the structures of REI 90 (5400 s).
The following conditions were assumed: (i) a III performance level for the constructive elements
of the building which is able to guarantee rescue squads to operate in proper safe conditions; (ii) a
class II type risk corresponding to an area with ordinary risk conditions, in terms of probability that a
fire might occur, velocity of fire propagation and possibility for rescue squads to keep it under control;
(iii) minimum fire protection measures with respect to regulation.
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Figure 1. 3D map of the case study.
3.1. Prescriptive Approach: Nominal Fire Curves
The regulations set minimum safety requirements through the adoption of prescriptive measures
where the risk evaluation is performed by the legislator. This is a deterministic approach which does
not provide the possibility to have a quantitative evaluation of the fire safety level and this limitation
emerges in complex structures. The standard nominal curve ISO 834, suitable for civil structures which
are characterized by cellulosic materials, helps to define the conditions when the temperature increases
according to Equation (1):
Tg = 345· log10(8× t + 1) + 20 (1)
The aforementioned conditions, which determine the fire class resistance, allow the evaluation of
the maximum temperature revealed in an area and the time interval during which the fire reaches that
temperature. This method does not take into consideration the ignition phase and the phase during
which the fire grows assuming a sudden increase in temperatures t = 0 s which corresponds to the
flashover. The temperatures revealed through this method are the maximum temperatures that must
not be exceeded to guarantee the stability of the structure.
The nominal curve, if the hydrocarbons burn, is described through Equation (2):
Tg = 1080·
(
1− 0.325× e−0.167×t − 0.675e−2.5×t
)
+ 20 (2)
Such a curve is used to describe fires and evaluate the fire resistance of constructive elements
where the temperature can increase more rapidly than that of the standard nominal curve,
thus reaching higher values (as with combustible liquids). This article focuses on those fires involving
cellulosic materials.
3.2. Performance-Based Approach: Natural Fire Curves through Simplified Models
In the simplified performance-based approaches the fire risk analysis is carried out in a
quantitative way through a formula that is able to determine the hot gas temperature Tg(t) with
respect to the time from the ignition phase to the one of the fire decay [21]. Other factors affecting the
fire are the ventilation “O,” thermal inertia of the walls “b” and the fire load “q” characterizing the area.
The simplified natural curves represent an evolution when compared to the nominal curves in the
characterization of the natural fires and they require simple math expressions. The combustion process
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assumes that at one point the gas temperature is homogenous in the site examined and this limits their
application to only the post-flashover phase. For the evaluation of the temperature over a time interval
in the presence of a growing fire in buildings devoid of ventilation openings, the following parametric
models can be used:
- Curve A: National Research Council—Official Bulletin n. 37 of 25 July 1973 (updated by the
Ministerial Decree 9 March 2007) [23]:
Tg(t) = Tmax ×
(
t
tmax
)
× e(1− ttmax ) (3)
where: tmax =
q
(a×O) ; Tmax = b + c×
(
1− e−d×O)·q(m−n×O)
And where the fire load q, measured in Mcal m−2, is assessed through Equation (4):
q =
∑i gi × hi
1000×A (4)
The opening factor O is:
O = AV
h0.5eq
At
(5)
with: heq = ∑
i
AVi×h
AV
and the coefficients “a, b, c, d, m, n” depend on the type of wall and their values
are reported in Table 1.
Table 1. Values of the coefficients “a, b, c, d, m, n” for the different structures characterizing the area
examined [23].
Type of Building a b c d m n
A 1800 250 692 17 0.13 0.67
B 1800 250 623 11 0.14 0.38
C 1800 250 933 70 0.04 0.43
D 1800 250 633 26 0.13 0.70
E 1800 250 685 26 0.14 0.91
A—brickwork building; B—building with walls made of concrete; C—building with walls made of lightweight
concrete or insulating material; D—building with 50% of the walls made of concrete or brickwork and the other
50% made of lightweight concrete; E—building with 50% of the walls made of lightweight concrete, 30% made of
concrete or brickwork and the rest made of insulating panels.
- Curve B: EN 1991-1-2:2010 1 [17] (surface of the floor which is less than 500 m2, with a maximum
height of 4 m where the combustible material can be assimilated to paper or wood).
In this case, when the temperature increases, Equation (6) is used:
Tg = 1325·
(
1− 0.324× e−0.2t∗ − 0.204× e−1.7·t∗ − 0.472× e−19·t∗
)
(6)
In Equation (6) the values of the opening factor “O”, thermal inertia of the walls “b” (Equation (7)),
and the non-dimensional factor G (Equation (8)) occurs:
b =
√
ρw × cpw × λ (7)
G = (1900/0.04)2 × (O/b)2 (8)
where fire load qt,d (Equation (9)):
qt,d =
qf,d ×A
At
(9)
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with: t′ = t×G where “t” is measured in hours.
When the temperature decreases, Equations (10) and (11) are used:
t′max < 0.5h Tg = Tmax − 625× (t∗ − t∗max) (10)
0.5h < t′max < 2h Tg = Tmax − 250× (3− t∗max)× (t∗ − t∗max) (11)
where:
t′max = 0.0002×
qt,d
O
×G (12)
3.3. The Fire Resistance Class of the Structures with Respect to the Value of the Fire Load
The fire resistance class is the carrier capacity of a structure that indicates its ability to retain
enough mechanical resistance in presence of fire. It can be described through the parameter REI (EN
13501-2) [24] which identifies the time (in minutes) during which a structure stores: (i) mechanical
resistance; (ii) resistance to flames and hot gases; (iii) thermal insulation. Such value can be determined
through the nominal value of the specific fire load (Equation (13)):
qf,k =
∑i gi ×Hi ×mi ×
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where:
- “A” is the gross floor area [m2];
- “gi” is the mass of the i-th combustible material [kg];
- “Hi” is the calorific heat lower than the i-th combustible material [MJ kg−1];
- “mi” is the participation factor to the combustion of the i-th combustible material (it is equal to
0.80 for the wood and other cellulosic materials and 1.00 for all other combustible materials);
- “ψi” is the factor limiting the participation to the combustion of the i-th combustible material
(it is equal to 0 for those materials stored in containers meant to resist to fire, 0.85 for those
materials stored in non-combustible containers that were not planned to resist to fire and 1.00 in
all other cases.
Then the value of the fire load should also be evaluated (Equation (14)):
qf,d = qf,k × δq1 × δq2 × δn (14)
where: δq1 is the factor which takes into consideration the fire risk with respect to the dimension
of the area, δq2 is the factor which takes into consideration the fire risk with respect to the type
of activity carried out in the area, and δn is the factor which takes into consideration the different
protection measures adopted. Given qf,d, the corresponding class resistance REI can be determined [24].
By assessing the REI value, it is possible to determine the time limit of the structures which,
once exceeded, the building subject to the fire cannot guarantee its solidity and provide a safe
environment for the intervention squads operating in that environment anymore.
4. Results
Over time, from the flashover (t0) to the limit related to the fire class resistance, the trend of
the temperature (nominal curve and simplified performance-based models) with respect to the case
study is reported in Figure 2. For the assessment of the parameters “q” and “O”, Equations (4) and
(5) must be taken into consideration. In this study the values revealed where q = 233.6 MJ m−2 and
O = 0.0289 m0.5.
While examining Figure 2, using the input data of the case study (the type of combustible, the fire
load and the opening factor), it can be noticed how the natural “Curve B” never exceed the nominal
curve EN 1991-1-2:2002 [17], while the trend of “Curve A” intertwines with and exceeds the nominal
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curve. In case of fire, during the post flashover phase, the structures might not be able to resist the
thermal flux for the time interval set by the REI (90 min) with the consequence that the rescue squads
will not operate in safe conditions. This is why it is important to: (i) guide the planning to provide
the area with fire protection measures, able to intervene on the flames, thus limiting their entity:
(ii) intervene during the planning phase based on the value of the opening factor diminishing the
surface area of the windows characterizing the area.
Figure 2. Trend of the temperatures with respect to time (q = 233.6 MJ m−2; O = 0.0289 m0.5) based on
the prescriptive approach (EN 1991-1-2) and the simplified performance-based models (Equation (3)):
“Curve A with a building of the type C”; Equation (6) “Curve B”), with a specific focus on the time
concerning the structures REI 90.
It is possible to examine and represent through a graph the trends of the nominal curves of type
A based on the variation in the: (i) ventilation factor “O” with the type of building being the same
(type C, Table 1) (Figure 3); (ii) fire load “q” present in the area with the type of building being the
same (type C, Table 1) (Figure 4); III); (ii) type of building, “O” and “q” being the same (Figure 5).
Figure 3. Trend of the temperatures with respect to time (q = 233.6 MJ m−2; O = 0.0289 m0.5) based on
the prescriptive approach (EN 1991-1-2) and the simplified performance-based approach (Equation (3):
“Curve A with a building of Type C”) changing with the opening factor “O”.
It can be noticed that, based on the value of the fire load and the opening factor, the temperature
value in the simplified natural curves of type A exceeds the value provided by the prescriptive nominal
Fire 2019, 2, 19 8 of 12
curve. In these cases, it is not possible to guarantee the resistance of the structure until the limit
expected by the fire class resistance. Therefore, it is necessary to adopt fire safety measures able to be
implemented instantly to decrease the thermal fluxes released from the fire.
Figure 4. Trend of the temperatures with respect to time (q = 233.6 MJ m−2; O = 0.0289 m0.5) based on
the prescriptive approach (EN 1991-1-2) and the simplified performance-based approach (Equation (3):
“Curve A with a building of Type C”) changing with the variation in the fire load “q”.
Figure 5. Trend of the temperatures with respect to time (q = 233.6 MJ m−2; O = 0.0289 m0.5) based on
the prescriptive approach (EN 1991-1-2) and the simplified performance-based approach (Equation (3):
“Curve A”) changing with the variation in the building (Table 1).
Nominal curves B do not provide useful information to verify if the temperature exceeds the
value provided based on the prescriptive approach with respect to the opening factor “O” and the fire
load “q” characterizing the area. These parameters will affect the time interval when the temperature
reaches its maximum value, thus shifting this instant to higher values on the abscissa in the graph.
However, it should be also said that the aforementioned method A is more precautionary.
5. Discussions
While examining all the information provided by the nominal curve type A, it can be noticed that
for some combined value of the opening factor and the fire load the temperature reported in the graph
is higher than the one related to the prescriptive approach. This means that it is important to adopt
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specific fire safety measures. The architect/engineer will be aware of this once he/she has carried out
different assessments during the planning phase. Therefore, it might be useful to have a parametric
graph revealing such information in a previous step with respect to the planning phase based on the
following factors: (i) type of building provided by the regulations (Table 1); (ii) value of the fire load
“q;” (iii) value of the opening factor “O”. This is why Figure 6 is reported here to represent standard
types of fire in civil buildings characterized by cellulosic materials.
Figure 6. Threshold curves revealing the importance of planning fire protection measures for standard
fires in civil buildings characterized by cellulosic materials.
Once the curve of the type of building is identified, if the values representative of “q” and “O”
are positioned on the right side of the curve, the structure will be put under stress in the post flashover
phase from thermal fluxes while complying with those safety conditions that must be guaranteed for
the rescue squads during the time interval identified through the class REI. On the other hand, on the
left side of the curve this will not occur and it is important to set this value, since during the first steps
of the planning phase, fire protection measures are necessary in order to keep possible thermal fluxes
under control (e.g., automatic revelation systems, automatic fire suppression systems and so on).
While taking into consideration Figure 6, it can be assumed that the demands will be examined in
terms of fire prevention planning of a Type A Building characterized by a fire load “q” of 600 MJ m−2
and an opening factor “O” of 0.06 m0.5. If these parameters cannot be modified (because they depend
on specific demands), since their coordinates (“O”, “q”) are located on the left side of the curve, the
graph would suggest to perform the planning of fire prevention systems (as the exertion of sprinklers).
However such a graph also gives the possibility of following another path if installing expensive or
complex systems is too complicated; as a matter of fact it is possible to locate the value (“O”, ”q”) on
the right side of the curve, thus increasing the value of the opening factor “O” higher than 0.068 m0.5,
or decreasing the value of the fire load “q” lower than 400 MJ m−2.
6. Conclusions
A wide knowledge of the methods of analysis of the fire risk is important to guarantee proper
safety conditions in buildings during the post flashover phase, during which rescue squads operate.
In some countries, as Italy, different approaches can be adopted in order to carry out fire risk
analysis. The designer/architect has to choose whether to operate through a prescriptive approach or a
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performance-based one. The first method makes the work of the designer/architect easier because the
legislator sets all the limits to the equivalent fire load that can be stored in an area (without examining
the characteristics of the fire in detail). This is how it is guaranteed that the temperature inside the
area will not exceed the maximum temperature that if reached will cause the breaking of windows,
thus provoking the entry of oxygen and feeding the fire. According to the volume of the area and
the oxygen present, the temperature of the nominal curve (T-t) is kept under control, hence the time
interval during which the fire reaches these conditions is also kept under control. The fire load is
therefore controlled and kept lower than the maximum allowed load, assessed while keeping in mind
that the combustible present will be consumed before reaching such a temperature.
However, this approach can be considered too cautious with respect to the real safety demand,
because it can deeply influence or limit the exertion of the building. The performance-based approaches,
even if they can guarantee that the structures will resist to the thermal fluxes during the post flashover
phase, give the possibility to examine how variables such as the type of structures characterizing
the building, the specific fire load and the opening factors of the area might affect the development
of the fire. In particular, thanks to the assessment of the specific fire load and the opening factor of
the area, it is possible to understand whether the temperatures (hence the thermal fluxes developed
during the combustion) are too demanding for the structure. If the temperature revealed through a
simplified performance-based model exceeds the one determined through the prescriptive approach,
the area must be characterized by fire protection measures in order to keep the thermal fluxes of the
fire under control. Such a hypothesis deeply affects the cost of those systems and it is a factor that has
to be taken into consideration from the beginning.
Starting with the data of a case study, the goal was to make the assessment process as generalized
as possible by focusing on the post flashover phase and the importance of having conditions able to
guarantee the resistance of the structures of the building while rescue squads operate.
This is why this article examined a case study to let the reader understand this subject and the
authors proceeded to:
- Examine the methods provided by the prescriptive approach and performance-based approach
for the temperature prediction (based on time) developed in an enclosed environment in presence
of a fire;
- Compare the trends of T(t) according to the performance-based approach, according to parameters
as type of building, opening factor “O” and fire load “q”;
- Understand how these parameters lead the temperature to exceed the value provided by the
performance-based approach with respect to the value of the temperature determined through
the prescriptive approach;
- Find which parameters of the type of building, opening factor “O” and fire load “q” required
since starting the planning of fire prevention measures in order to keep possible thermal fluxes
under control.
Hence, the goal was to provide a graph (which might be used easily through simple input data
as the type of building, specific fire load and opening factors) that can help architects/designers to
instantly determine (during the first stage of design) the importance of guiding the planning of fire
protection measures from the beginning. This might help while providing an idea of what kind of
structure will be realized (and its costs as well) to guarantee proper safety conditions. Otherwise,
if ex-novo buildings must be planned, the architect/designer will be able to explain the importance of
dividing the building in a different way, changing the type of structure or changing the opening factors
according to the specific fire load determined by the demand and the type of use of the building.
A schematic approach such as the one suggested here to understand the fire risk level of a building
through just few parameters can be useful to classify buildings located near areas with a high fire risk
level. While taking into consideration the maximum tolerable value of the fire load with respect to
a parameter that can be easily determined, as the opening factor, the buildings can be classified and
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mapped based on their risk level. This approach is useful in cities located near areas characterized by
a high risk level (as green areas with forests).
In the future, it might be useful to suggest to designers to use a series of easy nomograms to help
the experts during the planning of a fire prevention system. Moreover, while considering the results
achieved in the field of fire propagation, the analysis carried out here can be examined more deeply
and enlarged by going beyond the recommendations provided by current regulations. The regulatory
approach can be examined together with new recent theories, as the studies characterizing the
Travelling Fire Method (and further developments) [25,26]. This is how the dynamic nature of a fire
might best be taken into consideration, thus obtaining more realistic information about fires occurring
in big spaces (where the hypothesis of having uniform quantities to be examined is not realistic).
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Nomenclature
A area of the floor REI resistance, entretenir, isolement
At total surface of the area RHR rate of heat released
Av surface of the openings on the walls T temperature
b thermal inertia of the walls t time
B1 width of the door Ta air temperature
B2 height of the door Tg gas temperature
cp specific heat tmax time interval during which the Tmax is reached
cpw specific heat of the materials of the walls Tmax maximum temperature
g mass of the generic combustible Vg gas volume
H heating value Z height
heq weighted average equivalent height
L1 width Greek symbol
L2 length ρg gas density
m mass γ density
mg mass flow rate of smoke and gas δn factor depending on safety measures
O opening factor δq1 factor depending on fire risk based on the dimension
O2 oxygen δq2
factor depending on fire risk based on the activity
performed
q nominal value of the specific fire load λ thermal conductivity
qf,d specific fire load ρa air density
qf,k nominal value of the specific fire load ρw density of the walls of the enclosed area
qt,d specific planning fire load Ψ participation factor to the combustion
References
1. Babrauskas, V. Ignition: A Century of Research and an Assessment of Our Current Status. J. Fire Prot. Eng.
2007, 17, 165–183. [CrossRef]
2. Troitzsch, J.H. Fires, statistics, ignition sources, and passive fire protection measures. J. Fire Sci. 2016, 34,
171–198. [CrossRef]
3. Fonollosa, J.; Solórzano, A.; Marco, S. Chemical Sensor Systems and Associated Algorithms for Fire Detection:
A Review. Sensors 2018, 18, 553. [CrossRef]
4. Alarie, Y. Toxicity of Fire Smoke. Crit. Rev. Toxicol. 2002, 32, 259–289. [CrossRef] [PubMed]
Fire 2019, 2, 19 12 of 12
5. Chu, M.L.; Law, K.H. Incorporating Individual Behavior, Knowledge, and Roles in Simulating Evacuation.
Fire Technol. 2018, 55, 437–464. [CrossRef]
6. Tavares, R.M. Evacuation Processes Versus Evacuation Models: “Quo Vadimus”? Fire Technol. 2009, 45,
419–430. [CrossRef]
7. Pauls, J. The movement of people in buildings and design solutions for means of egress. Fire Technol. 1984,
20, 27–47. [CrossRef]
8. Law, A. The role of modelling in structural fire engineering design. Fire Saf. J. 2016, 80, 89–94. [CrossRef]
9. Kuligowski, E. Predicting Human Behavior During Fires. Fire Technol. 2013, 49, 101–120. [CrossRef]
10. Shi, J.; Ren, A.; Chen, C. Agent-based evacuation model of large public buildings under fire conditions.
Autom. Constr. 2009, 18, 338–347. [CrossRef]
11. Floyd, J.E. A Network Fire Model for the Simulation of Fire Growth and Smoke Spread in Multiple
Compartments with Complex Ventilation. J. Fire Prot. Eng. 2005, 15, 199–229. [CrossRef]
12. Babrauskas, V. Estimating room flashover potential. Fire Technol. 1980, 16, 94–103. [CrossRef]
13. Babrauskas, V.; Williamson, R.B. Post-flashover compartment fires: Basis of a theoretical model. Fire Mater.
1978, 2, 39–53. [CrossRef]
14. Thomas, P.H.; Bullen, M.L.; Quintiere, J.G.; McCaffrey, B.J. Flashover and instabilities in fire behavior.
Combust. Flame 1980, 38, 159–171. [CrossRef]
15. Lo, S.M. A Fire Safety Assessment System for Existing Buildings. Fire Technol. 1999, 35, 131–152. [CrossRef]
16. Peacock, R.D.; Reneke, P.A.; Bukowski, R.W.; Babrauskas, V. Defining flashover for fire hazard calculations.
Fire Saf. J. 1999, 32, 331–345. [CrossRef]
17. European Committee for Standardization. EN 1991-1-2:2002. Eurocode 1: Actions on structures—Part 1–2:
General Actions—Actions on Structures Exposed to Fire; CEN: Brussels, Belgium, 2002.
18. Lyon, R.E.; Walters, R.N. Pyrolysis combustion flow calorimetry. J. Anal. Appl. Pyrolysis 2004, 71, 27–46.
[CrossRef]
19. Babrauskas, V.; Peacock, R.D. Heat release rate: The single most important variable in fire hazard. Fire Saf. J.
1992, 18, 255–272. [CrossRef]
20. NFPA 101®: Life Safety Code®. Available online: https://www.nfpa.org/codes-and-standards/all-codes-
and-standards/list-of-codes-and-standards/detail?code=101 (accessed on 27 September 2018).
21. La Malfa, A.; La Malfa, S. Fire Prevention: Engineering Approach to Fire Safety (Prevenzione Incendi: Approccio
Ingegneristico alla Sicurezza Antincendio); Legislazione Tecnica: Rome, Italy, 2008. (In Italian)
22. Fire Resistance Tests—Elements of Building Construction—Part 11: Specific Requirements for the Assessment of
Fire Protection to Structural Steel Elements; I. 92/SC 2, Fire Containment, ISO 834-11:2014; ISO: Geneva,
Switzerland, 2014; Volume 53.
23. Bollettino Ufficiale. Decreto 16 Febbraio 2007: Fire Resistance Classification of Products and Construction Elements of
Construction Works (Classificazione di Resistenza al fuoco di Prodotti ed Elementi Costruttivi di Opere da Costruzione);
Istituto Poligrafico e Zecca Dello Stato: Rome, Italy, 2007. (In Italian)
24. CEN. EN 13501-2:2016. Fire Classification of Construction Products and Building Elements—Part 2: Classification
Using Data from Fire Resistance Tests, Excluding Ventilation Services; CEN: Brussels, Belgium, 2016.
25. Stern-Gottfried, J.; Rein, G. Travelling fires for structural design—Part II: Design methodology. Fire Saf. J.
2012, 54, 96–112. [CrossRef]
26. Rackauskaite, E.; Hamel, C.; Rein, G. Improved Travelling Fires Methodology—iTFM. In Proceedings of the
Applications of Structural Fire Engineering, Dubrovnik, Croatia, 15–16 October 2015.
© 2019 by the authors. Licensee MDPI, Basel, Switzerland. This article is an open access
article distributed under the terms and conditions of the Creative Commons Attribution
(CC BY) license (http://creativecommons.org/licenses/by/4.0/).
